Optional External Ground Bonding between the UniStar VP UPS and Matching Battery Cabinet

- Install the battery power connection between the UPS and Battery cabinet per instructions in the User Manual.
- Connect the ground cable (817-0389) between the Ground Stud on the Battery module frame and local ground.